
 

Data 
Collected 

By: 

             

                   

Kiki
Muse 

 

Building: 3 Floor: 1 Date
Sampled:

 07/15/04

PERIOD 1          PERIOD 
II 

        

Sample Site Cafeteria 
across tray 

drop 

Cafeteria 
Eating 

Area 

Elevators  Security
station  

Work life 
Center

Outside 
Bldg 
1313

Cafeteria 
across 

tray drop 

Cafeteri
a Eating 

Area

Elevators Security 
Station 

Work 
Life 

Center

Outside 
Bldg 1313

 

Time 09:39 09:41 09:44 09:46 09:42 09:47 01:46 01:48 01:50 01:52 01:47 01:50  
Temperature      72.1 71.8 73.4 74.5 75.0 75.2 73.0 72.3 72.7 73.4 74.7 79.5

Relative 
Humidity 

53.5 53.1 56.9 54.1 46.6 57.0 47.2 51.9 52.2 53.2 47.7 51.3  

Carbon 
Dioxide 

372 352         350 368 369 340 454 478 459 414 380 341  

Carbon 
Monoxide 

0.9 1.0 0.9 0.9 0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0  

Air Sample 
# 

MEA-3-1-
01 

MEA-3-
1-02 

MEA-3-
1-03 

MEA-3-
1-04 

MEA-3-
out-01 

MEA-3-
out-02 

MEA-3-
out-03 

           

Results in 
CFU/m3 

224 294      365       130         1366      1190    883           

Notes                   
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